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August 9, 1991 

James Kearns 
PSNH 
1000 Elm., PO Box 330 
Uanchester. NH 03105 . 

Re: Water Qua l i t y  Cer t i f i ca te  (pursuant t o  Section 401 o f  the Clean Water 
'Act ) :  FERC Project R2456. Ayers Is land Hydroelectric Project, New 

Hampton/Brlstol . 
Dear Mr. Kearns: 

The DivisIon has determined t h a t  under the conditions out l ined i n  t h i s  
c e r t i f  lcate, FERC Project #2456 w i l l  comply wi th  the applicable provlslons of 
Sectlon 301, 302, 303, 306, and 307 o f  the Clean Water Act as amended. 

- The fol lowing conditions are placed on t h i s  section 401 Water Qual i ty  
Ctrtif icate: 

1) The fol lowing water qua l i t y  monitoring program must be enacted no . 
l a t e r  than 1994 and sha l l  continue f o r  three (3) consecutive years. 
It w l l l  be determined a t  the end of  the t h i r d  sampling period whether 
continued manltorlng wi 11 be necessary. 
(a) Dissolved oxygen (0.0.) and water temperature (T) must be 

monitored a t  two locations 4n the Pemigewasset River, upstream 
o f  the Ayers Is land Impoundment and downstream o f  the dam, as 
specif led by DES-WSPCD. 

(b) Continuous 0.0. and T monitoring must be performed a t  each 
locat ion f o r  72 hours durfng each o f  the fo l lowing periods: 
l a t e  June - ear l y  July, l a t e  Ju ly  - ear l y  August, l a t e  August - 
ear ly  September. 

(c) Equipment ca l i b ra t i on  and qua l i t y  control  measures must.be 
followed t o  assure accurate reporting. 

(d) Monitoring events w i l l  be conducted under as close t o  l l m i t i n g  
water qua l i t y  conditions as possible'(1f possible r i v e r  flows 
below 500 cfs and water temperatures above 20°C). Sampling 
f low w l l l  be documented. 

(e) Water qua l f t y  monitoring and QA/QC resu l ts  must be reported on 
an annual basis and a sumnary report  f o r  the three years must be 
submitted t o  DES-WSPCD. 



I f  operat ional  mod i f i ca t ions  o the r ' t han  ' se t t i ng  minimum f low releases are 
made a t  t h e  Ayers I s l a n d  Pro ject ,  t h i s  Sect ion 401 c e r t i f i c a t e  - s h a l l  be void, 
and a new Sect ion 401 c e r t i f i c a t e .  must be app l ied  f o r .  . 

. This  o f f i c e  reserves t h e  r i g h t  t o  ga in  access t o  t h e  Aye= I s l a n d  
Hydroe lec t r i c  s i t e  a t  any t ime t o  check moni tor ing equipment and, records t o  
assure compliance w i t h  t h e  S ta te 's  water q u a l i t y  standards. 

F i na l l y ,  a l l  e x i s t i n g  r i v e r  uses must be maintained and protected, and a t  
no t ime s h a l l  Class B water q u a l i t y  standards be v io la ted .  

Sincerely,  

D i r e c t o r  

RBJ/RAF/tmk:7737D 
cc: Delber t  Downing - NHWB 

Raymond Carter, P.E., Water Qua l i t y ,  Permits & Compliance 

Kather ine Ueland - Comn 

TIm Drew - Corn 

Chuck Holtman - AG 

Nancy Derey -.Dept. o f  t h e  Army  
N.E. Div is ion,  Corps o f  Engineers 
424 Trapelo Road 
Waltham. HA 02254 

Sec. Lo i s  C a s h i l l  
HL 21.1 FERC 
825 N. Cap i t a l  St., N.E. 
Washington, D.C. 20426 

)lark Robinson 
HL 21.1 FERC 
825 N. Cap i t a l  St., N.E. 
Washington, D.C. 20426 




